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1 DRILLED CAISSONS, TYP. RE: S-101

FOUNDATION DRAIN AROUND ELEVATOR FOUNDATION &

SUMP. EXTEND TO STORM LINE, RE: P-103.  DEDUCT 4

FIRE PROTECTION & WATER LINES IN EXIST. AREWAY, RE: CIVIL,

FIRE PROTECTION & PLUMBING DRAWINGS.

INSTALL INJECTABLE BENTONITE WATERPROOFING ALONG
AREAWAY WALL

REFER TO PLUMBING & FIRE PROTECTION DRAWINGS FOR
MODICATIONS TO DOMESTIC WATER & FIRE PROTECTION LINES

IN THIS AREA.

REMOVE & REPLACE CEILING PANELS TO PROVIDE ACCESS FOR

PIPING INSTALLATION.

CONCRETE WALL & SLAB AROUND NEW MUA DUCT, DUCT PER
MH102.  INSTALL MEMBRANE WATERPROOFING WITH
PROTECTION BOARD SIM TO 1/A-523 AROUND PERIMETER.

NEW MUA DUCT PENETRATES FNDN WALL THRU EXISTING

APPROX 60" W X 48" H LOUVER OPENING.  INFILL WALL AROUND
NEW DUCT W/ 3-5/8" MTL STUDS & 5/8" MOLD & MOISTURE-
RESISTANT GYP BD.  INSIDE FACE OF INFILL TO BE FLUSH WITH

INSIDE FACE OF WALL.  SEAL PERIMETER OF DUCT/WALL W/
BACKER ROD & SEALANT.  PAINT INFILL TO MATCH ADJACENT

WALL.

COORDINATE FINAL ELEVATOR PIT DIMENSIONS, ELEVATIONS &

SUMP LOCATION WITH ELEVATOR MANUFACTURER.

REPAIR WATERPROOFING EXISTING ALONG EXPOSED PORTION

OF FOUNDATION WALL.  WATERPROOFING TO BE COMPATIBLE
WITH EXISTING.  WATERPROOFING CONTINUES FROM EAST SIDE

OF AREAWAY ALONG NORTHWEST FACE OF BLDG 1 FNDN
WALLS, & ALONG SOUTH FACE OF BLDG 26 WALL ALONG GRID
LINE 26.H, TO SW CORNER OF BLDG 26 & 26.H/26.7.

MAINTENANCE ACCESS LADDER TO FLOOR ACCESS HATCH IN

PACT WORK ROOM M1-321.

APPROX. LOCATION OF ACCESS HATCH IN FIRST FLOOR SLAB

ABOVE.
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DEDUCT 2A:
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1 BEGIN LAYING OUT ADDITION AT THIS CORNER

CANOPY COLUMNS, TYP.  RE: A-326 & STRUCTURAL.

LINE OF CANOPY OVERHANG & CONCRETE WALK,

BOLLARDS, TYP.

LINE OF VESTIBULE OVERHANG

RECESSED WALK-OFF MAT, RE: A-703

CONCRETE WALK, RE: C-111

CHASE FOR ROOF DRAIN/OVERFLOW DRAIN, RE: P-103.

INFORMATION CENTER, RE: 2/A-533.

LINE OF EXIST FOUNDATION WALL OR BASEMENT WALL.
FILL/PATCH CONCRETE LEVEL WITH NEW & EXIST. FINISH SLABS.

PROVIDE UNIFORM SURFACE FOR FINISH FLOORING.

LINE OF FOUNDATION WALL AT BASEMENT EXTENDS BEYOND
1ST FLR.  FILL AREA OVER STRUCTURAL SLAB EXPOSED DURING
DEMOLITION TO BE FLUSH WITH NEW & EXIST SLABS.  PROVIDE

UNIFORM SURFACE FOR FINISH FLOORING.

ELECTRIC DRINKING FOUNTAINS

PHONES

EXPANSION JOINT IN FLOOR, WALLS & CEILING

RECEPTION COUNTER, RE: 1/A-533

ACCESS TO FUTURE CONFERENCE ROOM.

LINE OF NEW EPOXY TERRAZZO, SLOPE TO MEET FINISH FACE

OF EXISTING CONCRETE TERRAZZO AS REQUIRED. REFER TO
FINISH PLANS FOR EXTENTS OF NEW TERRAZZO.

GROUND MOUNTED BUILDING ENTRANCE SIGN, RE: I-105
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1. THESE GENERAL NOTES APPLY TO SHEETS A-102, A-103, A-104
& A-106

2. REFER TO 1/4" SCALE DRAWINGS FOR WALL TYPES,
DIMENSIONS, PLAN & SECTION DETAIL REFERENCES, WALL
PROTECTION SYSTEMS & FIRE EXTINGUISHER CABINETS.

3. REFER TO A-601 FOR DOOR & WINDOW TYPES.

4. IN ADDITION TO AREAS NOTED ON PLAN, TOPPING SLAB MAY
BE REQUIRED WHERE CMU WALLS OR WALLS WITH TERRAZZO

BASE HAVE BEEN REMOVED.  PREPARE EXISTING FLOOR SLABS
TO PROVIDE A UNIFORM SURFACE FOR INSTALLATION OF FINISH

FLOORING.

GENERAL NOTES:

NEW CONSTRUCTION NOTES:

AREA OF EXISTING SLAB THAT WILL REQUIRE
TOPPING SLAB, SEE GENERAL NOTE #4.

KEY:
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REVIEW DEDUCT DESCRIPTIONS ON G-004 IN CONJUNCTION
WITH PLANS, ELEVATIONS, SECTIONS & DETAILS.  DEDUCTS ARE
DESCRIBED IN WORDS, VIGNETTE SKETCHES, NOTES AND

DRAWINGS THROUGHOUT THE SET.  HOWEVER, DETAILS FOR
EACH DEDUCT ARE NOT INCLUDED.  IT IS THE BIDDER’S
RESPONSIBILITY TO UNDERSTAND THE SCOPE OF EACH DEDUCT

AND TO ALLOW FOR ALL COMPONENTS AFFECTED TO PROVIDE
A COMPLETE ASSEMBLY OR OPERATING SYSTEM.  QUESTIONS

ON ALTERNATES ARE TO BE RAISED DURING BIDDING.

UNLESS NOTED OTHERWISE, NEW WALLS SHOWN IN DEDUCT

ALTERNATES ARE TO BE THE SAME WALL TYPE AS BASE BID
WALLS IN SIMILAR CONDITIONS.

UNLESS NOTED OTHERWISE, NEW DOORS, FRAMES AND
HARDWARE SHOWN IN DEDUCT ALTERNATES ARE TO BE THE

SAME AS SIMILAR CONDITIONS IN BASE BID.

UNLESS NOTED OTHERWISE, FINISHES FOR NEW ROOMS SHOWN
IN DEDUCT ALTERNATES ARE TO BE THE SAME AS SIMILAR
CONDITIONS IN BASE BID.

ELEMENTS OF CONSTRUCTION NOT AFFECTED BY DEDUCTS

REMAIN AS SHOWN & NOTED ON A-103 & 1/4" PLANS.

SEE DESCRIPTION ON A-105/A-106 FOR RTFP.
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FIRST FLOOR PLAN, DEDUCTS 3, 5, 6

 1/8" = 1'-0" 2
FIRST FLOOR PLAN, DEDUCT 4
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REVIEW DEDUCT DESCRIPTIONS ON G-004 IN CONJUNCTION
WITH PLANS, ELEVATIONS, SECTIONS & DETAILS.  DEDUCTS ARE
DESCRIBED IN WORDS, VIGNETTE SKETCHES, NOTES AND

DRAWINGS THROUGHOUT THE SET.  HOWEVER, DETAILS FOR
EACH DEDUCT ARE NOT INCLUDED.  IT IS THE BIDDER’S
RESPONSIBILITY TO UNDERSTAND THE SCOPE OF EACH DEDUCT

AND TO ALLOW FOR ALL COMPONENTS AFFECTED TO PROVIDE
A COMPLETE ASSEMBLY OR OPERATING SYSTEM.  QUESTIONS

ON ALTERNATES ARE TO BE RAISED DURING BIDDING.

UNLESS NOTED OTHERWISE, NEW WALLS SHOWN IN DEDUCT

ALTERNATES ARE TO BE THE SAME WALL TYPE AS BASE BID
WALLS IN SIMILAR CONDITIONS.

UNLESS NOTED OTHERWISE, NEW DOORS, FRAMES AND
HARDWARE SHOWN IN DEDUCT ALTERNATES ARE TO BE THE

SAME AS SIMILAR CONDITIONS IN BASE BID.

UNLESS NOTED OTHERWISE, FINISHES FOR NEW ROOMS SHOWN
IN DEDUCT ALTERNATES ARE TO BE THE SAME AS SIMILAR
CONDITIONS IN BASE BID.

ELEMENTS OF CONSTRUCTION NOT AFFECTED BY DEDUCTS

REMAIN AS SHOWN & NOTED ON A-103 & 1/4" PLANS.

SEE DESCRIPTION ON A-105/A-106 FOR RTFP.

1.

2.

3.

4.

5.

6.

GENERAL DEDUCT NOTES:

1 TRANSITION FROM STOREFRONT ON CONC STEM WALL TO
STOREFRONT ON FLOOR SLAB AT THIS LOCATION.  ALUM
STOREFRONT CORNER IS TO PROVIDE SMOOTH TRANSITION

BETWEEN THE TWO CONDITIONS & THE INTERSECTION OF
EXTERIOR VESTIBULE WALL.

LOCATION OF DOOR OPERATORS & ACCESS CONTROL

RECESSED ENTRY MAT

PROVIDE COLUMN COVERS AT ALL LOBBY, VESTIBULE, &

EXTERIOR COLUMNS.  ALLOW FOR 2-HR SFRM.  SIZES MAY VARY.
PROVIDE COLUMN COVERS @ VESTIBULE ROOF DRAIN LINES.
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 1/8" = 1'-0" 1
FIRST FLOOR PLAN, DEDUCT 7
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REVIEW DEDUCT DESCRIPTIONS ON G-004 IN CONJUNCTION
WITH PLANS, ELEVATIONS, SECTIONS & DETAILS.  DEDUCTS ARE
DESCRIBED IN WORDS, VIGNETTE SKETCHES, NOTES AND

DRAWINGS THROUGHOUT THE SET.  HOWEVER, DETAILS FOR
EACH DEDUCT ARE NOT INCLUDED.  IT IS THE BIDDER’S
RESPONSIBILITY TO UNDERSTAND THE SCOPE OF EACH DEDUCT

AND TO ALLOW FOR ALL COMPONENTS AFFECTED TO PROVIDE
A COMPLETE ASSEMBLY OR OPERATING SYSTEM.  QUESTIONS

ON ALTERNATES ARE TO BE RAISED DURING BIDDING.

UNLESS NOTED OTHERWISE, NEW WALLS SHOWN IN DEDUCT

ALTERNATES ARE TO BE THE SAME WALL TYPE AS BASE BID
WALLS IN SIMILAR CONDITIONS.

UNLESS NOTED OTHERWISE, NEW DOORS, FRAMES AND
HARDWARE SHOWN IN DEDUCT ALTERNATES ARE TO BE THE

SAME AS SIMILAR CONDITIONS IN BASE BID.

UNLESS NOTED OTHERWISE, FINISHES FOR NEW ROOMS SHOWN
IN DEDUCT ALTERNATES ARE TO BE THE SAME AS SIMILAR
CONDITIONS IN BASE BID.

ELEMENTS OF CONSTRUCTION NOT AFFECTED BY DEDUCTS

REMAIN AS SHOWN & NOTED ON A-103 & 1/4" PLANS.

SEE DESCRIPTION ON A-105/A-106 FOR RTFP.

1.

2.

3.

4.

5.

6.

GENERAL DEDUCT NOTES:

1 EXTEND NEW FLOOR, WALL, & CEILING FINISHES TO THIS LINE.

PAINT NEW WALL.  EXTEND PAINT AND WALL BASE TO FIRST

NATURAL CORNER.

DEDUCT KEY NOTES
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 1/8" = 1'-0" 1
FIRST FLOOR PLAN, DEDUCT 8
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RTFP-3

30

31

31

1 VESTIBULE ROOF

WALKWAY CANOPY, RE: 2/A-326

DROP-OFF CANOPY, RE: 1/A-326

ULTRA THERMAL ALUMINUM CURTAIN WALL SYSTEM

SKYLIGHT IN CANOPY

DECORATIVE CMU VENEER ON COLD FORMED FRAMING

EIFS ON COLD FORMED FRAMING

EIFS ON CMU

GLASS & STAINLESS STEEL RAIL

ROOF OF 5/8” FR GYP ROOF BOARD OVER METAL DECK,
TAPERED POLYISO INSULATION W/ A MINIMUM THICKNESS OF
4 1/2” (INCLUDING HI-DENSITY COVER BOARD) & SLOPING 1/4”

PER FOOT TO DRAINS, & 60 MIL TPO ROOF MEMBRANE W/ NON-
WOVEN POLYESTER REINFORCEMENT.  MIN R-VALUE @ BLDG

ROOF DRAINS = 26.1.  PROVIDE CRICKETS WHERE NECESSARY
FOR DRAINAGE.

ROOF DRAINS & OVERFLOW, TYP.

LADDER TO 3RD FLOOR ROOF

PRE-FINISHED COPING

2-HR RATED EXPANSION JOINT COVER AT FLOOR

MECHANICAL PENTHOUSE ON CURB. CRICKET INSULATION TO
DRAIN WATER FROM BETWEEN BLDG & PENTHOUSE

ROOFTOP VENTILATOR.  RE: MEP.

PERIMETER EXPANSION JOINT

WALKWAY ROOF PROTECTION

2"X3" PRE-FINISHED DOWNSPOUT W/ SPLASH PAN

EXIST. STONE OR CONC. BELT COURSE

THERMALLY BROKEN ALUM CURTAIN WALL SYSTEM

ROOF-TOP UNIT.  RE: MH-106.

LINE OF SOFFIT @ CLNG TRANSITION BELOW

ADDITIONAL LAYER OF ROOF MEMBRANE BELOW LIGHTNING

PROTECTION CABLES.

APPROX LOCATION OF SUSPENDED ART WORK & SCUPTURE
PROVIDED BY VA, INSTALLED BY G.C.  DEDUCT 1A

LIGHTNING PROTECTION CABLES, RE: ES-102

ROOF JACK AND CAP WITH BIRDSCREEN FOR AREAWAY AIR

DUCT, RE: MH-106

REINSTALL DOOR, FRAME & HARDWARE REVISED FROM OFFICE
M3-282

DX UNIT, RE: MECH

LADDER TO HIGH LOBBY ROOF

ROOF TOP FALL PROTECTION SYSTEM (RTFP).  FALL PROTECTION

ANCHOR AND LIFE LINE SYSTEM.  WHERE POSSIBLE, LOCATE 10'
FROM EDGE OF ROOF OR PARAPET, TYP.  WHERE ROOF AREA

DOES NOT PERMIT ANCHOR TO BE LOCATED 10' FROM ROOF
EDGE, LOCATE ANCHOR IN CENTER OR ALONG CENTERLINE OF
ROOF.  INSTALL ANCHOR PLATE OVER ROOF MEMBRANE.

INSTALL ADDITIONAL ROOFING PLY OVER PLATE.  INSTALL
ROOFING BOOT OVER ANCHOR.

2

3

4

5

6
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10
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12

13

14

16

17

18

19

20

GENERAL NOTES:

NEW CONSTRUCTION NOTES:

21

22

23

1.  REFER TO ES-102 FOR LIGHTING PROTECTION DETAILS &
ROUTING.  PROVIDE ROOF FLASHING PROTECTION AT LIGHTNING
PROTECTION SYSTEM.

2.  PROVIDE CRICKETS IN ROOF INSULATION AT ROOF TOP
EQUIPMENT TO ASSURE DRAINAGE.

15

24

25

KEY:

ROOF WALKWAY PROTECTION

26

27

28

29

BLDG 26 CANOPY

30

31

26.H

26.7

26.8

26.D

26.E

26.F

26.G

26.D.1

26.E.1

1

A-327

HG

16

A-327

712' - 10"

A-2011

DEDUCT 2B:

OMIT WORK ON BUILDING 26 CANOPY.

1/A-105
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 1/8" = 1'-0" 1
SECOND FLOOR PLAN AND LOW ROOF PLAN

 1/8" = 1'-0" 2
BUILDING 26 CANOPY PLAN

PROJECT
NORTH

TRUE
NORTH

No. Description Date
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A-301
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26.K

26.J
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26.H1
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A-321
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A-325
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A-202 2
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A-322
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A-523

DEDUCT 5:

OMIT VESTIBULE.

DEDUCT 4:

OMIT ELEVATOR CORE AND 2ND & 3RD FLOORS.

EXTEND LOWER ROOF ACROSS SOUTH SIDE OF HIGH

LOBBY ROOR.  ADD ROOF DRAIN & LOCATE PER A-105.A

A-201.A

4

SIM

SIM

1

A-201.A

1

1

A-328

11

1

2

19' - 2 1/2" 19' - 5" 15' - 8 1/4" 17' - 11 1/4" 17' - 11 1/2" 16' - 2 3/4" 16' - 2 3/4" 12' - 10"

EQ
EQ

1/4" / 1'-0" TYP

1
/4

"  / 1
'-0

" T
Y

P

1
/4

" 
/ 
1
'-
0
" 

T
Y

P

1/4" / 1'-0" TYP

SIM

OPEN TO

BELOW

HIGH CEILING = 20'-0"
ABOVE 1ST FLOOR

3

4

4

17

RTFP-1

RTFP-2

NEW CONSTRUCTION NOTES

ROOF SCUTTLE

ALUM LADDER TO HIGH ROOF

SOFFIT @ 8'-0" ABOVE 1ST FLOOR.  BRACE BACK TO STRUCTURE
AS NECESSARY.  LOW CEILING AS SHOWN ON A/A-113.

2"X3" PRE-FINISHED DOWNSPOUT W/ SPLASH PAN

1

2

3

4

REVIEW DEDUCT DESCRIPTIONS ON G-004 IN CONJUNCTION
WITH PLANS, ELEVATIONS, SECTIONS & DETAILS.  DEDUCTS ARE
DESCRIBED IN WORDS, VIGNETTE SKETCHES, NOTES AND

DRAWINGS THROUGHOUT THE SET.  HOWEVER, DETAILS FOR
EACH DEDUCT ARE NOT INCLUDED.  IT IS THE BIDDER’S
RESPONSIBILITY TO UNDERSTAND THE SCOPE OF EACH DEDUCT

AND TO ALLOW FOR ALL COMPONENTS AFFECTED TO PROVIDE
A COMPLETE ASSEMBLY OR OPERATING SYSTEM.  QUESTIONS

ON ALTERNATES ARE TO BE RAISED DURING BIDDING.

UNLESS NOTED OTHERWISE, NEW WALLS SHOWN IN DEDUCT

ALTERNATES ARE TO BE THE SAME WALL TYPE AS BASE BID
WALLS IN SIMILAR CONDITIONS.

UNLESS NOTED OTHERWISE, NEW DOORS, FRAMES AND
HARDWARE SHOWN IN DEDUCT ALTERNATES ARE TO BE THE

SAME AS SIMILAR CONDITIONS IN BASE BID.

UNLESS NOTED OTHERWISE, FINISHES FOR NEW ROOMS SHOWN
IN DEDUCT ALTERNATES ARE TO BE THE SAME AS SIMILAR
CONDITIONS IN BASE BID.

ELEMENTS OF CONSTRUCTION NOT AFFECTED BY DEDUCTS

REMAIN AS SHOWN & NOTED ON A-103 & 1/4" PLANS.

SEE DESCRIPTION ON A-105/A-106 FOR RTFP.
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LOWER ROOF PLAN, DEDUCTS 4, 5
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DEDUCT 7:

REDUCE AREA AND VOLUME OF LOBBY.

4' - 0"

4
' -
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20' - 0"
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RTFP

RTFP

REVIEW DEDUCT DESCRIPTIONS ON G-004 IN CONJUNCTION
WITH PLANS, ELEVATIONS, SECTIONS & DETAILS.  DEDUCTS ARE
DESCRIBED IN WORDS, VIGNETTE SKETCHES, NOTES AND

DRAWINGS THROUGHOUT THE SET.  HOWEVER, DETAILS FOR
EACH DEDUCT ARE NOT INCLUDED.  IT IS THE BIDDER’S
RESPONSIBILITY TO UNDERSTAND THE SCOPE OF EACH DEDUCT

AND TO ALLOW FOR ALL COMPONENTS AFFECTED TO PROVIDE
A COMPLETE ASSEMBLY OR OPERATING SYSTEM.  QUESTIONS

ON ALTERNATES ARE TO BE RAISED DURING BIDDING.

UNLESS NOTED OTHERWISE, NEW WALLS SHOWN IN DEDUCT

ALTERNATES ARE TO BE THE SAME WALL TYPE AS BASE BID
WALLS IN SIMILAR CONDITIONS.

UNLESS NOTED OTHERWISE, NEW DOORS, FRAMES AND
HARDWARE SHOWN IN DEDUCT ALTERNATES ARE TO BE THE

SAME AS SIMILAR CONDITIONS IN BASE BID.

UNLESS NOTED OTHERWISE, FINISHES FOR NEW ROOMS SHOWN
IN DEDUCT ALTERNATES ARE TO BE THE SAME AS SIMILAR
CONDITIONS IN BASE BID.

ELEMENTS OF CONSTRUCTION NOT AFFECTED BY DEDUCTS

REMAIN AS SHOWN & NOTED ON A-103 & 1/4" PLANS.

SEE DESCRIPTION ON A-105/A-106 FOR RTFP.
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ROOF PLAN, DEDUCT 7
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DEDUCT 4:

OMIT ELEVATOR CORE

AND 2ND & 3RD FLOORS.

C3-31

RTFP-4

12

13

ELEV.

E-24

ELEV.

E-23

ROOF BELOW

CANOPY BELOW

NOT USED

ROOF OF 5/8” FR GYP SUBSTRATE OVER METAL DECK, TAPERED
POLYISO INSULATION W/ A MINIMUM THICKNESS OF 4" PLUS 1/2”

COVERBOARD & SLOPING 1/4” PER FOOT, & 60 MIL TPO ROOF
MEMBRANE W/ NON-WOVEN POLYESTER REINFORCEMENT. MIN
R-VALUE ALONG LOW POINT OF ROOF=26.1"

EIFS ON COLD FORMED FRAMING

PRE-FINISHED COPING

PRE-FINISHED GUTTER

2" x 3" PRE-FINISHED DOWNSPOUT & METAL SPLASH PAN

2-HR RATED EXPANSION JOINT COVER AT FLOOR

LADDER TO 3RD FLOOR ROOF

ROOF DRAIN

LADDER TO HIGH LOBBY ROOF

ROOF TOP FALL PROTECTION SYSTEM (RTFP).  FALL PROTECTION
ANCHOR AND LIFE LINE SYSTEM.  WHERE POSSIBLE, LOCATE 10'
FROM EDGE OF ROOF OR PARAPET, TYP.  WHERE ROOF AREA

DOES NOT PERMIT ANCHOR TO BE LOCATED 10' FROM ROOF
EDGE, LOCATE ANCHOR IN CENTER OR ALONG CENTERLINE OF
ROOF.  INSTALL ANCHOR PLATE OVER ROOF MEMBRANE.

INSTALL ADDITIONAL ROOFING PLY OVER PLATE.  INSTALL
ROOFING BOOT OVER ANCHOR.
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OF EACH SEGMENT.  TRAPEZOIDAL SHAPE PANELS @ EA. SIDE OF EACH
SEGMENT VARY FROM 1'-6" TO 4'-6" ON EACH SHORT SIDE.

4'-0" X 6'-0" SKYLIGHTS OF
FIBERGLASS SANDWICH PANELS.
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STAKES.  INFILL BORDER WITH SLAVAGED LANDSCAPE ROCK.
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3

A-326

PANEL MANUFACTURER
STANDARD CLOSURE PIECE @
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DEDUCT 5:

OMIT VESTIBULE.

DEDUCT 2A:

OMIT DROP-OFF AND WALKWAY CANOPIES.

RTFP-3
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 1/4" = 1'-0" 1
CANOPY ROOF PLAN

1.CANOPY RADIUSES ARE FROM CIVIL WORK POINT
SHOWN ON C-111

GENERAL NOTES
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DEDUCT 2A:

OMIT THIS WORK

DEDUCT 5:

OMIT THIS WORK

FOR DEDUCT 4 RCP

DEDUCT 6:

DO NOT RELOCATE POLICE,

RE: 1/A-113.A FOR CEILING
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1.  REFER TO A-602 FOR CEILING TYPE NOTES

2.  ALL HORIZONTAL SURFACE FACES OF GYP BD ARE TO BE PAINTED PNT-6 UNLESS

NOTED OTHERWISE.

RCP KEY

DEMOUNTABLE WALLS THAT TERMINATE AT CEILING

WALLS THRU CEILING, REFER TO PLAN FOR TYPES & A-002

GYP BD CEILING OR EXT GYP BD SOFFIT, PAINT

2X4 ACOUSITCAL CEILING PANEL

2X2 ACOUSITCAL CEILING PANEL

RCP KEY NOTES
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CORRIDOR AT DOOR HEADER HEIGHT

EXIST LAY-IN CEILING TO REMAIN.  PATCH/REPAIR/REPLACE

PANELS DAMAGED BY CONSTRUCTION.

EXTERIOR GYP BD SOFFIT, PAINT
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LINE OF FIBERGLASS SANDWICH PANEL SKYLIGHT

NOT USED

MODIFY GRID & CEILING PANELS ON EACH SIDE OF NEW WALL
AS REQUIRED

LINE OF 2ND FLOOR BELOW

EXPANSION JOINT

CEILING IS 2-HR RATED SHAFT WALL INSTALLED HORIZONTALLY

AT DEDUCT 4, LOWER CEILINGS IN M1-312, M1-318, AND M1-320A
TO 8'-8".  LOWER SOFFIT @ WEST END OF WAITING M1-302 TO 8'-4".
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NOT AFFECTED BY DEDUCTS

REMAIN AS SHOWN ON 1/A-113
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REVIEW DEDUCT DESCRIPTIONS ON G-004 IN CONJUNCTION
WITH PLANS, ELEVATIONS, SECTIONS & DETAILS.  DEDUCTS ARE
DESCRIBED IN WORDS, VIGNETTE SKETCHES, NOTES AND

DRAWINGS THROUGHOUT THE SET.  HOWEVER, DETAILS FOR
EACH DEDUCT ARE NOT INCLUDED.  IT IS THE BIDDER’S
RESPONSIBILITY TO UNDERSTAND THE SCOPE OF EACH DEDUCT

AND TO ALLOW FOR ALL COMPONENTS AFFECTED TO PROVIDE
A COMPLETE ASSEMBLY OR OPERATING SYSTEM.  QUESTIONS

ON ALTERNATES ARE TO BE RAISED DURING BIDDING.

UNLESS NOTED OTHERWISE, NEW WALLS SHOWN IN DEDUCT

ALTERNATES ARE TO BE THE SAME WALL TYPE AS BASE BID
WALLS IN SIMILAR CONDITIONS.

UNLESS NOTED OTHERWISE, NEW DOORS, FRAMES AND
HARDWARE SHOWN IN DEDUCT ALTERNATES ARE TO BE THE

SAME AS SIMILAR CONDITIONS IN BASE BID.

UNLESS NOTED OTHERWISE, FINISHES FOR NEW ROOMS SHOWN
IN DEDUCT ALTERNATES ARE TO BE THE SAME AS SIMILAR
CONDITIONS IN BASE BID.

ELEMENTS OF CONSTRUCTION NOT AFFECTED BY DEDUCTS

REMAIN AS SHOWN & NOTED ON A-103 & 1/4" PLANS.

SEE DESCRIPTION ON A-105/A-106 FOR RTFP.
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GENERAL NOTES

1. ELEMENTS OF CONSTRUCTION NOT AFFECTED BY DEDUCTS
REMAIN AS SHOWN ON 1/A-113 OR EARLIER DEDUCTS.
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RCP GENERAL NOTES

1.  REFER TO A-602 FOR CEILING TYPE NOTES

2.  ALL HORIZONTAL FACES OF GYP BD ARE TO BE PAINTED PNT-6

UNLESS NOTED OTHERWISE.

RCP KEY

DEMOUNTABLE WALLS THAT TERMINATE AT CEILING

WALLS THRU CEILING, REFER TO PLAN FOR TYPES &

A-002

GYP BD CEILING

2x4 ACOUSITCAL CEILING PANEL

2x2 ACOUSITCAL CEILING PANEL

RCP KEY NOTES

1" REVEAL MOLDING IN GYP BD CEILING

EXTENTS OF 3/4" PLYWOOD BACKING FOR 3D SCULPTURE

SUSPENDED THRU CEILING.  SCULPTURE PROVIDED BY OWNER,
INSTALLED BY GC, RE: 9/A531 FOR TYP INSTALLATION
CONNECTION. DEDUCT 1A.

EXIST. HEADER @ +/- 7'-6". EXTEND FRAMING & FINISH ALONG

BOTTOM OF HEADER & NORTH FACE TO PROVIDE FINISHED
SURFACE FOR NEW CEILING SYSTEM ON NORTH SIDE TO
TERMINATE PAINT.

MODIFY GRID & CEILING PANELS ON EACH SIDE OF NEW WALL

AS REQUIRED

LINE OF 2ND FLOOR BELOW

EXPANSION JOINT

MUTI-PORT CHANDELIER

18" SQUARE CONCEALED ACCESS PANEL.  COORDINATE W/
MECH.
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DEDUCT 4:

OMIT ELEVATOR CORE AND 2ND & 3RD FLOORS.
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1 BEGIN LAYING OUT ADDITION AT THIS CORNER

CANOPY COLUMNS, TYP.  RE: A-326 & STRUCTURAL.

LINE OF CANOPY OVERHANG

CONCRETE WALK, RE: C-111.

BOLLARDS, TYP.

LINE OF VESTIBULE OVERHANG

RECESSED WALK-OFF MAT, RE: A-703

ULTRA THERMALLY ENHANCED CURTAINWALL 12" HIGH SILL.
PROVIDE INTERNAL REINFORCING OF SILL TO ALLOW FOR

MOUNTING OF RADIATORS.

ULTRA THERMALLY ENHANCED CURTAINWALL ON CONCRETE
STEM WALL.

THERMALLY BROKEN CURTAINWALL SYSTEM ON 8" HIGH SILL

RADIATORS, TYP. RE: MH-103, MP-103 & M-601

CENTER WALL ON MULLION.

BUILDING DIRECTORY SIGNAGE, RE: I-105  DEDUCT 1E

CHASE FOR ROOF DRAIN/OVERFLOW DRAIN, RE: P-103.

RECEPTION COUNTER, RE:  1/A-533.

RECESSED FIRE EXTINGUISHER CABINET

SEMI-RECESSED FIRE EXTINGUISHER CABINET

INFORMATION CENTER, RE: 2/A-533.

FURR WALL TO CONCEAL CROSS-BRACING

CHASE FOR VENT FROM AREAWAY. PROVIDE 14" SQ. ACCESS
PANEL IN GYP BD BELOW COUNTER.  COORD. W/ MECH.

LINE OF EXIST FNDN WALL OR CONCRETE SPANDREL BEAM.
FILL/PATCH CONCRETE LEVEL WITH NEW & EXIST. FINISH SLABS.

PROVIDE UNIFORM SURFACE FOR FINISH FLOORING.

LINE OF FNDN WALL AT BASEMENT.  FILL AREA OVER

STRUCTURAL SLAB EXPOSED DURING DEMOLITION TO BE FLUSH
WITH NEW & EXIST SLABS.  PROVIDE UNIFORM SURFACE FOR

FINISH FLOORING.

EXIST ACCESS PANEL TO REMAIN.

EXTEND EXISTING DOOR HEADER ACROSS HALL.  PATCH WALLS

WHERE DOOR, FRAME, HARDWARE & ADJACENT WALLS WERE
REMOVED.  PATCH AS REQUIRED, AND REPLACE FLOORING
AND BASE TO BE COHESIVE W/ ADJACENT FINISHES.

CEILING-HUNG TOILET PARTITIONS

ELECTRIC DRINKING FOUNTAINS

PHONES

MAKEUP AIR DUCT FROM BASEMENT THRU ROOF TO SERVICE

EXISTING EQUIPMENT, RE: MH-103

1" EXPANSION JOINT COVER

RELOCATE OWNER’S KEY TRACK BOX (30"W X 36" FT) FROM

CURRENT LOCATION IN BLDG 26.  DEDUCT 6

MINIMIZE FOOTPRINT OF FURRING TO CONCEAL REMAINING
PIPING.  PROVIDE 24" SQ ACCESS PANEL.

CONC. HOUSEKEEPING PADS 4” LARGER THAN EQUIPMENT,
COORDINATE W/ MEP.

12" X 12" REMOTE ANNUNCIATOR PANEL OVER 10" W X 5" H
NURSE CALL PANEL.  DEDUCT 6

4 EMERGENCY GENERATION PANELS (2 OVER 2) ON THIS WALL.
DEDUCT 6

24"W X 46" H X 6'-2" D FIRE ALARM PANEL, RE: FA 103.  DEDUCT 6

LINE OF LANDSCAPE ROCK EDGE, RE: A-107.  DEDUCT 2

COORD. FINAL DIMS W/ELEVATOR MFR.  DEDUCT 3

LOCATION OF AUTOMATIC DOOR (C1-31) OPERATOR SWITCH.

LOCATION OF AUTOMATIC DOOR (M1-302, M1-303 & M1-304)

OPERATOR SWITCHES.  DEDUCT 6

NOT USED

FLOOR DRAIN OR FLOOR CLEAN OUT

MAINTAIN/REINSTALL EXISTING DOOR HOLD OPEN DEVICE ON

NEW WALL

INFILL WINDOWS, RE: 1/A-531

INFILL WINDOWS, RE: 4 & 5/A-531
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GENERAL NOTES:

NEW CONSTRUCTION NOTES: (A-121 THRU A-124)

21
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23

1. THESE GENERAL NOTES APPLY TO SHEETS A-121 THRU A-126
2. REFER TO A-002 FOR WALL TYPES.  REFER TO A-003 –A-006 FOR

FIRE-RESISTIVE CONSTRUCTION REQUIREMENTS.

3. REFER TO A-103, A-105, A-106 & A-601 FOR DOOR & WINDOW
TYPES, BUILDING & WALL SECTION REFERENCES, EXTERIOR
ELEVATION REFERENCES, & OVERALL DIMENSIONS.

4. WALL PROTECTION (WP1, WP2, & WP3) IS REQUIRED IN PUBLIC
AREAS, PATIENT ROOMS & CORRIDORS IN THE PACT &

ELSEWHERE NOTED ON DRAWINGS.  REFER TO A-602 FOR WALL
PROTECTION COMPONENTS INCLUDING CORNER GUARDS,
CRASH RAILS & HANDRAILS.

5. CORNER GUARDS (CG1 & CG2) ARE REQUIRED AT ALL OUTSIDE
CORNERS EXCEPT WHERE TILE IS SCHEDULED.  AT TILE WALLS

PROVIDE, ALUMINUM OUTSIDE CORNER TILE TRIM.  REFER TO A-
602 FOR CORNERGUARDS.

6. REFER TO FURNISHING & EQUIPMENT PLANS, I-112 THRU I-113

FOR REQUIRED EQUIPMENT INCLUDING TOILET ACCESSORIES.
7. GC TO PROVIDE APPROPRIATE SUPPORT IN WALLS OR ABOVE

CEILING FOR EQUIPMENT.
8. WHERE WALLS ARE CENTERED ON GRIDLINES, DIMENSIONS ARE

FROM GRIDLINE TO FINISH FACE OF WALL.  OTHERWISE

DIMENSIONS ARE GIVEN FROM FACE OF GYP. BD. TO FACE OF
GYP. BD.  DETAILS MAY BE DIMENSIONED TO FACE OF STUD OR

CMU.
9. KEYED DETAILS INCLUDE ADDITIONAL DIMENSIONS FOR

ASSISTANCE IN LOCATING WALLS & EQUIPMENT.

10. WHERE WALLS ARE NOTED TO “ALIGN” AT NEW-TO-EXISTING
CONDITIONS, FINISH FACE OF NEW WALL IS TO ALIGN WITH

FINISH FACE OF EXISTING WALL.
11. HINGE SIDE OF DOOR FRAMES ARE LOCATED 4” OFF FACE OF

PERPENDICULAR WALL UNLESS NOTED OTHERWISE.

12. WHERE EXISTING COLUMN FURRING IS BEING REMOVED,
INSTALL NEW FURRING TO MINIMIZE COLUMN FOOTPRINT.
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 1/4" = 1'-0" 1
FIRST FLOOR ENLARGED PLAN - A

 1/4" = 1'-0" 2
HIGH VESTIBULE ENLARGED PLAN

PROJECT
NORTH

TRUE
NORTH

SEE DEDUCTS 5 & 7 FOR WORK

OMITTED FROM THIS PLAN

REVIEW DEDUCT DESCRIPTIONS

ON G-004 IN CONJUNCTION WITH

1/8" SCALE PLANS FOR WORK

AFFECTED BY DEDUCTS.

No. Description Date
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1 BEGIN LAYING OUT ADDITION AT THIS CORNER

CANOPY COLUMNS, TYP.  RE: A-326 & STRUCTURAL.

LINE OF CANOPY OVERHANG

CONCRETE WALK, RE: C-111.

BOLLARDS, TYP.

LINE OF VESTIBULE OVERHANG

RECESSED WALK-OFF MAT, RE: A-703

ULTRA THERMALLY ENHANCED CURTAINWALL 12" HIGH SILL.
PROVIDE INTERNAL REINFORCING OF SILL TO ALLOW FOR

MOUNTING OF RADIATORS.

ULTRA THERMALLY ENHANCED CURTAINWALL ON CONCRETE
STEM WALL.

THERMALLY BROKEN CURTAINWALL SYSTEM ON 8" HIGH SILL

RADIATORS, TYP. RE: MH-103, MP-103 & M-601

CENTER WALL ON MULLION.

BUILDING DIRECTORY SIGNAGE, RE: I-105  DEDUCT 1E

CHASE FOR ROOF DRAIN/OVERFLOW DRAIN, RE: P-103.

RECEPTION COUNTER, RE:  1/A-533.

RECESSED FIRE EXTINGUISHER CABINET

SEMI-RECESSED FIRE EXTINGUISHER CABINET

INFORMATION CENTER, RE: 2/A-533.

FURR WALL TO CONCEAL CROSS-BRACING

CHASE FOR VENT FROM AREAWAY. PROVIDE 14" SQ. ACCESS
PANEL IN GYP BD BELOW COUNTER.  COORD. W/ MECH.

LINE OF EXIST FNDN WALL OR CONCRETE SPANDREL BEAM.
FILL/PATCH CONCRETE LEVEL WITH NEW & EXIST. FINISH SLABS.

PROVIDE UNIFORM SURFACE FOR FINISH FLOORING.

LINE OF FNDN WALL AT BASEMENT.  FILL AREA OVER

STRUCTURAL SLAB EXPOSED DURING DEMOLITION TO BE FLUSH
WITH NEW & EXIST SLABS.  PROVIDE UNIFORM SURFACE FOR

FINISH FLOORING.

EXIST ACCESS PANEL TO REMAIN.

EXTEND EXISTING DOOR HEADER ACROSS HALL.  PATCH WALLS

WHERE DOOR, FRAME, HARDWARE & ADJACENT WALLS WERE
REMOVED.  PATCH AS REQUIRED, AND REPLACE FLOORING
AND BASE TO BE COHESIVE W/ ADJACENT FINISHES.

CEILING-HUNG TOILET PARTITIONS

ELECTRIC DRINKING FOUNTAINS

PHONES

MAKEUP AIR DUCT FROM BASEMENT THRU ROOF TO SERVICE

EXISTING EQUIPMENT, RE: MH-103

1" EXPANSION JOINT COVER

RELOCATE OWNER’S KEY TRACK BOX (30"W X 36" FT) FROM

CURRENT LOCATION IN BLDG 26.  DEDUCT 6

MINIMIZE FOOTPRINT OF FURRING TO CONCEAL REMAINING
PIPING.  PROVIDE 24" SQ ACCESS PANEL.

CONC. HOUSEKEEPING PADS 4” LARGER THAN EQUIPMENT,
COORDINATE W/ MEP.

12" X 12" REMOTE ANNUNCIATOR PANEL OVER 10" W X 5" H
NURSE CALL PANEL.  DEDUCT 6

4 EMERGENCY GENERATION PANELS (2 OVER 2) ON THIS WALL.
DEDUCT 6

24"W X 46" H X 6'-2" D FIRE ALARM PANEL, RE: FA 103.  DEDUCT 6

LINE OF LANDSCAPE ROCK EDGE, RE: A-107.  DEDUCT 2

COORD. FINAL DIMS W/ELEVATOR MFR.  DEDUCT 3

LOCATION OF AUTOMATIC DOOR (C1-31) OPERATOR SWITCH.

LOCATION OF AUTOMATIC DOOR (M1-302, M1-303 & M1-304)

OPERATOR SWITCHES.  DEDUCT 6

NOT USED

FLOOR DRAIN OR FLOOR CLEAN OUT

MAINTAIN/REINSTALL EXISTING DOOR HOLD OPEN DEVICE ON

NEW WALL

INFILL WINDOWS, RE: 1/A-531

INFILL WINDOWS, RE: 4 & 5/A-531
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GENERAL NOTES:

NEW CONSTRUCTION NOTES: (A-121 THRU A-124)

21

22

23

1. THESE GENERAL NOTES APPLY TO SHEETS A-121 THRU A-126
2. REFER TO A-002 FOR WALL TYPES.  REFER TO A-003 –A-006 FOR

FIRE-RESISTIVE CONSTRUCTION REQUIREMENTS.

3. REFER TO A-103, A-105, A-106 & A-601 FOR DOOR & WINDOW
TYPES, BUILDING & WALL SECTION REFERENCES, EXTERIOR
ELEVATION REFERENCES, & OVERALL DIMENSIONS.

4. WALL PROTECTION (WP1, WP2, & WP3) IS REQUIRED IN PUBLIC
AREAS, PATIENT ROOMS & CORRIDORS IN THE PACT &

ELSEWHERE NOTED ON DRAWINGS.  REFER TO A-602 FOR WALL
PROTECTION COMPONENTS INCLUDING CORNER GUARDS,
CRASH RAILS & HANDRAILS.

5. CORNER GUARDS (CG1 & CG2) ARE REQUIRED AT ALL OUTSIDE
CORNERS EXCEPT WHERE TILE IS SCHEDULED.  AT TILE WALLS

PROVIDE, ALUMINUM OUTSIDE CORNER TILE TRIM.  REFER TO A-
602 FOR CORNERGUARDS.

6. REFER TO FURNISHING & EQUIPMENT PLANS, I-112 THRU I-113

FOR REQUIRED EQUIPMENT INCLUDING TOILET ACCESSORIES.
7. GC TO PROVIDE APPROPRIATE SUPPORT IN WALLS OR ABOVE

CEILING FOR EQUIPMENT.
8. WHERE WALLS ARE CENTERED ON GRIDLINES, DIMENSIONS ARE

FROM GRIDLINE TO FINISH FACE OF WALL.  OTHERWISE

DIMENSIONS ARE GIVEN FROM FACE OF GYP. BD. TO FACE OF
GYP. BD.  DETAILS MAY BE DIMENSIONED TO FACE OF STUD OR

CMU.
9. KEYED DETAILS INCLUDE ADDITIONAL DIMENSIONS FOR

ASSISTANCE IN LOCATING WALLS & EQUIPMENT.

10. WHERE WALLS ARE NOTED TO “ALIGN” AT NEW-TO-EXISTING
CONDITIONS, FINISH FACE OF NEW WALL IS TO ALIGN WITH

FINISH FACE OF EXISTING WALL.
11. HINGE SIDE OF DOOR FRAMES ARE LOCATED 4” OFF FACE OF

PERPENDICULAR WALL UNLESS NOTED OTHERWISE.

12. WHERE EXISTING COLUMN FURRING IS BEING REMOVED,
INSTALL NEW FURRING TO MINIMIZE COLUMN FOOTPRINT.
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1

 1/4" = 1'-0" 1
FIRST FLOOR ENLARGED PLAN - B

PROJECT
NORTH

TRUE
NORTH

REVIEW DEDUCT DESCRIPTIONS

ON G-004 IN CONJUNCTION WITH

1/8" SCALE PLANS FOR WORK

AFFECTED BY DEDUCTS.

No. Description Date
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1 BEGIN LAYING OUT ADDITION AT THIS CORNER

CANOPY COLUMNS, TYP.  RE: A-326 & STRUCTURAL.

LINE OF CANOPY OVERHANG

CONCRETE WALK, RE: C-111.

BOLLARDS, TYP.

LINE OF VESTIBULE OVERHANG

RECESSED WALK-OFF MAT, RE: A-703

ULTRA THERMALLY ENHANCED CURTAINWALL 12" HIGH SILL.
PROVIDE INTERNAL REINFORCING OF SILL TO ALLOW FOR

MOUNTING OF RADIATORS.

ULTRA THERMALLY ENHANCED CURTAINWALL ON CONCRETE
STEM WALL.

THERMALLY BROKEN CURTAINWALL SYSTEM ON 8" HIGH SILL

RADIATORS, TYP. RE: MH-103, MP-103 & M-601

CENTER WALL ON MULLION.

BUILDING DIRECTORY SIGNAGE, RE: I-105  DEDUCT 1E

CHASE FOR ROOF DRAIN/OVERFLOW DRAIN, RE: P-103.

RECEPTION COUNTER, RE:  1/A-533.

RECESSED FIRE EXTINGUISHER CABINET

SEMI-RECESSED FIRE EXTINGUISHER CABINET

INFORMATION CENTER, RE: 2/A-533.

FURR WALL TO CONCEAL CROSS-BRACING

CHASE FOR VENT FROM AREAWAY. PROVIDE 14" SQ. ACCESS
PANEL IN GYP BD BELOW COUNTER.  COORD. W/ MECH.

LINE OF EXIST FNDN WALL OR CONCRETE SPANDREL BEAM.
FILL/PATCH CONCRETE LEVEL WITH NEW & EXIST. FINISH SLABS.

PROVIDE UNIFORM SURFACE FOR FINISH FLOORING.

LINE OF FNDN WALL AT BASEMENT.  FILL AREA OVER

STRUCTURAL SLAB EXPOSED DURING DEMOLITION TO BE FLUSH
WITH NEW & EXIST SLABS.  PROVIDE UNIFORM SURFACE FOR

FINISH FLOORING.

EXIST ACCESS PANEL TO REMAIN.

EXTEND EXISTING DOOR HEADER ACROSS HALL.  PATCH WALLS

WHERE DOOR, FRAME, HARDWARE & ADJACENT WALLS WERE
REMOVED.  PATCH AS REQUIRED, AND REPLACE FLOORING
AND BASE TO BE COHESIVE W/ ADJACENT FINISHES.

CEILING-HUNG TOILET PARTITIONS

ELECTRIC DRINKING FOUNTAINS

PHONES

MAKEUP AIR DUCT FROM BASEMENT THRU ROOF TO SERVICE

EXISTING EQUIPMENT, RE: MH-103

1" EXPANSION JOINT COVER

RELOCATE OWNER’S KEY TRACK BOX (30"W X 36" FT) FROM

CURRENT LOCATION IN BLDG 26.  DEDUCT 6

MINIMIZE FOOTPRINT OF FURRING TO CONCEAL REMAINING
PIPING.  PROVIDE 24" SQ ACCESS PANEL.

CONC. HOUSEKEEPING PADS 4” LARGER THAN EQUIPMENT,
COORDINATE W/ MEP.

12" X 12" REMOTE ANNUNCIATOR PANEL OVER 10" W X 5" H
NURSE CALL PANEL.  DEDUCT 6

4 EMERGENCY GENERATION PANELS (2 OVER 2) ON THIS WALL.
DEDUCT 6

24"W X 46" H X 6'-2" D FIRE ALARM PANEL, RE: FA 103.  DEDUCT 6

LINE OF LANDSCAPE ROCK EDGE, RE: A-107.  DEDUCT 2

COORD. FINAL DIMS W/ELEVATOR MFR.  DEDUCT 3

LOCATION OF AUTOMATIC DOOR (C1-31) OPERATOR SWITCH.

LOCATION OF AUTOMATIC DOOR (M1-302, M1-303 & M1-304)

OPERATOR SWITCHES.  DEDUCT 6

NOT USED

FLOOR DRAIN OR FLOOR CLEAN OUT

MAINTAIN/REINSTALL EXISTING DOOR HOLD OPEN DEVICE ON

NEW WALL

INFILL WINDOWS, RE: 1/A-531

INFILL WINDOWS, RE: 4 & 5/A-531
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NEW CONSTRUCTION NOTES: (A-121 THRU A-124)
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1. THESE GENERAL NOTES APPLY TO SHEETS A-121 THRU A-126
2. REFER TO A-002 FOR WALL TYPES.  REFER TO A-003 –A-006 FOR

FIRE-RESISTIVE CONSTRUCTION REQUIREMENTS.

3. REFER TO A-103, A-105, A-106 & A-601 FOR DOOR & WINDOW
TYPES, BUILDING & WALL SECTION REFERENCES, EXTERIOR
ELEVATION REFERENCES, & OVERALL DIMENSIONS.

4. WALL PROTECTION (WP1, WP2, & WP3) IS REQUIRED IN PUBLIC
AREAS, PATIENT ROOMS & CORRIDORS IN THE PACT &

ELSEWHERE NOTED ON DRAWINGS.  REFER TO A-602 FOR WALL
PROTECTION COMPONENTS INCLUDING CORNER GUARDS,
CRASH RAILS & HANDRAILS.

5. CORNER GUARDS (CG1 & CG2) ARE REQUIRED AT ALL OUTSIDE
CORNERS EXCEPT WHERE TILE IS SCHEDULED.  AT TILE WALLS

PROVIDE, ALUMINUM OUTSIDE CORNER TILE TRIM.  REFER TO A-
602 FOR CORNERGUARDS.

6. REFER TO FURNISHING & EQUIPMENT PLANS, I-112 THRU I-113

FOR REQUIRED EQUIPMENT INCLUDING TOILET ACCESSORIES.
7. GC TO PROVIDE APPROPRIATE SUPPORT IN WALLS OR ABOVE

CEILING FOR EQUIPMENT.
8. WHERE WALLS ARE CENTERED ON GRIDLINES, DIMENSIONS ARE

FROM GRIDLINE TO FINISH FACE OF WALL.  OTHERWISE

DIMENSIONS ARE GIVEN FROM FACE OF GYP. BD. TO FACE OF
GYP. BD.  DETAILS MAY BE DIMENSIONED TO FACE OF STUD OR

CMU.
9. KEYED DETAILS INCLUDE ADDITIONAL DIMENSIONS FOR

ASSISTANCE IN LOCATING WALLS & EQUIPMENT.

10. WHERE WALLS ARE NOTED TO “ALIGN” AT NEW-TO-EXISTING
CONDITIONS, FINISH FACE OF NEW WALL IS TO ALIGN WITH

FINISH FACE OF EXISTING WALL.
11. HINGE SIDE OF DOOR FRAMES ARE LOCATED 4” OFF FACE OF

PERPENDICULAR WALL UNLESS NOTED OTHERWISE.

12. WHERE EXISTING COLUMN FURRING IS BEING REMOVED,
INSTALL NEW FURRING TO MINIMIZE COLUMN FOOTPRINT.
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1 BEGIN LAYING OUT ADDITION AT THIS CORNER

CANOPY COLUMNS, TYP.  RE: A-326 & STRUCTURAL.

LINE OF CANOPY OVERHANG

CONCRETE WALK, RE: C-111.

BOLLARDS, TYP.

LINE OF VESTIBULE OVERHANG

RECESSED WALK-OFF MAT, RE: A-703

ULTRA THERMALLY ENHANCED CURTAINWALL 12" HIGH SILL.
PROVIDE INTERNAL REINFORCING OF SILL TO ALLOW FOR

MOUNTING OF RADIATORS.

ULTRA THERMALLY ENHANCED CURTAINWALL ON CONCRETE
STEM WALL.

THERMALLY BROKEN CURTAINWALL SYSTEM ON 8" HIGH SILL

RADIATORS, TYP. RE: MH-103, MP-103 & M-601

CENTER WALL ON MULLION.

BUILDING DIRECTORY SIGNAGE, RE: I-105  DEDUCT 1E

CHASE FOR ROOF DRAIN/OVERFLOW DRAIN, RE: P-103.

RECEPTION COUNTER, RE:  1/A-533.

RECESSED FIRE EXTINGUISHER CABINET

SEMI-RECESSED FIRE EXTINGUISHER CABINET

INFORMATION CENTER, RE: 2/A-533.

FURR WALL TO CONCEAL CROSS-BRACING

CHASE FOR VENT FROM AREAWAY. PROVIDE 14" SQ. ACCESS
PANEL IN GYP BD BELOW COUNTER.  COORD. W/ MECH.

LINE OF EXIST FNDN WALL OR CONCRETE SPANDREL BEAM.
FILL/PATCH CONCRETE LEVEL WITH NEW & EXIST. FINISH SLABS.

PROVIDE UNIFORM SURFACE FOR FINISH FLOORING.

LINE OF FNDN WALL AT BASEMENT.  FILL AREA OVER

STRUCTURAL SLAB EXPOSED DURING DEMOLITION TO BE FLUSH
WITH NEW & EXIST SLABS.  PROVIDE UNIFORM SURFACE FOR

FINISH FLOORING.

EXIST ACCESS PANEL TO REMAIN.

EXTEND EXISTING DOOR HEADER ACROSS HALL.  PATCH WALLS

WHERE DOOR, FRAME, HARDWARE & ADJACENT WALLS WERE
REMOVED.  PATCH AS REQUIRED, AND REPLACE FLOORING
AND BASE TO BE COHESIVE W/ ADJACENT FINISHES.

CEILING-HUNG TOILET PARTITIONS

ELECTRIC DRINKING FOUNTAINS

PHONES

MAKEUP AIR DUCT FROM BASEMENT THRU ROOF TO SERVICE

EXISTING EQUIPMENT, RE: MH-103

1" EXPANSION JOINT COVER

RELOCATE OWNER’S KEY TRACK BOX (30"W X 36" FT) FROM

CURRENT LOCATION IN BLDG 26.  DEDUCT 6

MINIMIZE FOOTPRINT OF FURRING TO CONCEAL REMAINING
PIPING.  PROVIDE 24" SQ ACCESS PANEL.

CONC. HOUSEKEEPING PADS 4” LARGER THAN EQUIPMENT,
COORDINATE W/ MEP.

12" X 12" REMOTE ANNUNCIATOR PANEL OVER 10" W X 5" H
NURSE CALL PANEL.  DEDUCT 6

4 EMERGENCY GENERATION PANELS (2 OVER 2) ON THIS WALL.
DEDUCT 6

24"W X 46" H X 6'-2" D FIRE ALARM PANEL, RE: FA 103.  DEDUCT 6

LINE OF LANDSCAPE ROCK EDGE, RE: A-107.  DEDUCT 2

COORD. FINAL DIMS W/ELEVATOR MFR.  DEDUCT 3

LOCATION OF AUTOMATIC DOOR (C1-31) OPERATOR SWITCH.

LOCATION OF AUTOMATIC DOOR (M1-302, M1-303 & M1-304)

OPERATOR SWITCHES.  DEDUCT 6

NOT USED

FLOOR DRAIN OR FLOOR CLEAN OUT

MAINTAIN/REINSTALL EXISTING DOOR HOLD OPEN DEVICE ON

NEW WALL

INFILL WINDOWS, RE: 1/A-531

INFILL WINDOWS, RE: 4 & 5/A-531
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GENERAL NOTES:

NEW CONSTRUCTION NOTES: (A-121 THRU A-124)

21
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23

1. THESE GENERAL NOTES APPLY TO SHEETS A-121 THRU A-126
2. REFER TO A-002 FOR WALL TYPES.  REFER TO A-003 –A-006 FOR

FIRE-RESISTIVE CONSTRUCTION REQUIREMENTS.

3. REFER TO A-103, A-105, A-106 & A-601 FOR DOOR & WINDOW
TYPES, BUILDING & WALL SECTION REFERENCES, EXTERIOR
ELEVATION REFERENCES, & OVERALL DIMENSIONS.

4. WALL PROTECTION (WP1, WP2, & WP3) IS REQUIRED IN PUBLIC
AREAS, PATIENT ROOMS & CORRIDORS IN THE PACT &

ELSEWHERE NOTED ON DRAWINGS.  REFER TO A-602 FOR WALL
PROTECTION COMPONENTS INCLUDING CORNER GUARDS,
CRASH RAILS & HANDRAILS.

5. CORNER GUARDS (CG1 & CG2) ARE REQUIRED AT ALL OUTSIDE
CORNERS EXCEPT WHERE TILE IS SCHEDULED.  AT TILE WALLS

PROVIDE, ALUMINUM OUTSIDE CORNER TILE TRIM.  REFER TO A-
602 FOR CORNERGUARDS.

6. REFER TO FURNISHING & EQUIPMENT PLANS, I-112 THRU I-113

FOR REQUIRED EQUIPMENT INCLUDING TOILET ACCESSORIES.
7. GC TO PROVIDE APPROPRIATE SUPPORT IN WALLS OR ABOVE

CEILING FOR EQUIPMENT.
8. WHERE WALLS ARE CENTERED ON GRIDLINES, DIMENSIONS ARE

FROM GRIDLINE TO FINISH FACE OF WALL.  OTHERWISE

DIMENSIONS ARE GIVEN FROM FACE OF GYP. BD. TO FACE OF
GYP. BD.  DETAILS MAY BE DIMENSIONED TO FACE OF STUD OR

CMU.
9. KEYED DETAILS INCLUDE ADDITIONAL DIMENSIONS FOR

ASSISTANCE IN LOCATING WALLS & EQUIPMENT.

10. WHERE WALLS ARE NOTED TO “ALIGN” AT NEW-TO-EXISTING
CONDITIONS, FINISH FACE OF NEW WALL IS TO ALIGN WITH

FINISH FACE OF EXISTING WALL.
11. HINGE SIDE OF DOOR FRAMES ARE LOCATED 4” OFF FACE OF

PERPENDICULAR WALL UNLESS NOTED OTHERWISE.

12. WHERE EXISTING COLUMN FURRING IS BEING REMOVED,
INSTALL NEW FURRING TO MINIMIZE COLUMN FOOTPRINT.
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 1/4" = 1'-0" 1
FIRST FLOOR ENLARGED PLAN - D

PROJECT
NORTH

TRUE
NORTH

REVIEW DEDUCT DESCRIPTIONS

ON G-004 IN CONJUNCTION WITH

1/8" SCALE PLANS FOR WORK

AFFECTED BY DEDUCTS.

No. Description Date
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GLASS RAIL

DUCTWORK CHASE

FURR WALL TO CONCEAL CROSS-BRACING

FURR WALL TO CONCEAL VERTICAL OFFSET IN FLOOR & ROOF
FRAMING

EIFS ON COLD-FORMED MTL FRAMING

EIFS ON CMU

LADDER TO 3RD FLOOR ROOF

2-HOUR RATED EXPANSION JOINT IN FLOOR

REFER TO A-105 & A-106 FOR WINDOWS IN THIS WALL.

ROOF OVER LOBBY

EXPANSION JOINT IN WALL & CEILING

SEMI-RECESSED FIRE EXTINGUISHER CABINET
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GENERAL NOTES:

NEW CONSTRUCTION NOTES:

1. THESE GENERAL NOTES APPLY TO SHEETS A-121 THRU A-126

2. REFER TO A-002 FOR WALL TYPES.  REFER TO A-004 –A-006

FOR FIRE-RESISTIVE CONSTRUCTION REQUIREMENTS.

3. REFER TO A-103, A-105, A-106 & A-601 FOR DOOR &

WINDOW TYPES, BUILDING & WALL SECTION REFERENCES,
EXTERIOR ELEVATION REFERENCES, & OVERALL DIMENSIONS.

4. WALL PROTECTION (WP1, WP2, & WP3) IS REQUIRED IN
PUBLIC AREAS, PATIENT ROOMS & CORRIDORS IN THE PACT

& ELSEWHERE NOTED ON DRAWINGS.  REFER TO A-602 FOR
WALL PROTECTION COMPONENTS INCLUDING CORNER

GUARDS, CRASH RAILS & HANDRAILS.

5. CORNER GUARDS (CG1 & CG2) ARE REQUIRED AT ALL

OUTSIDE CORNERS EXCEPT WHERE TILE IS SCHEDULED.  AT TILE
WALLS PROVIDE, ALUMINUM OUTSIDE CORNER TILE TRIM.

REFER TO A-602 FOR CORNERGUARDS.

6. REFER TO FURNISHING & EQUIPMENT PLANS, I-112 THRU I-

113 FOR REQUIRED EQUIPMENT INCLUDING TOILET
ACCESSORIES.

7. GC TO PROVIDE APPROPRIATE SUPPORT IN WALLS OR
ABOVE CEILING FOR EQUIPMENT.

8. WHERE WALLS ARE CENTERED ON GRIDLINES, DIMENSIONS

ARE FROM GRIDLINE TO FINISH FACE OF WALL.  OTHERWISE
DIMENSIONS ARE GIVEN FROM FACE OF GYP. BD. TO FACE
OF GYP. BD.

9. KEYED DETAILS INCLUDE ADDITIONAL DIMENSIONS FOR
ASSISTANCE IN LOCATING WALLS & EQUIPMENT.

10. WHERE WALLS ARE NOTED TO “ALIGN” AT NEW-TO-

EXISTING CONDITIONS, FINISH FACE OF NEW WALL IS TO
ALIGN WITH FINISH FACE OF EXISTING WALL.

11. HINGE SIDE OF DOOR FRAMES ARE LOCATED 4” OFF
PERPENDICULAR WALL UNLESS NOTED OTHERWISE.

12. WHERE EXISTING COLUMN FURRING IS BEING REMOVED,
INSTALL NEW FURRING TO MINIMIZE COLUMN FOOTPRINT.
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 1/4" = 1'-0" 1
SECOND FLOOR ENLARGED PLAN

 1/4" = 1'-0" 2
THIRD FLOOR ENLARGED PLAN

DEDUCT 4:

OMIT THIS WORK.

DEDUCT 4:

OMIT THIS WORK, RE: 1/A-105.A.

No. Description Date


	069 A-102 - BASEMENT AND SUB-BASEMENT PLANS, BLDG 1
	Sheets
	A-102 - BASEMENT AND SUB-BASEMENT PLANS, BLDG 1


	070 A-103 - 1ST FLOOR PLAN, BLDG 1
	Sheets
	A-103 - 1ST FLOOR PLAN, BLDG 1


	071 A-103.A - 1ST FLOOR PLAN, BLDG 1, DEDUCTS 3, 4, 5, 6
	Sheets
	A-103.A - 1ST FLOOR PLAN, BLDG 1, DEDUCTS 3, 4, 5, 6


	072 A-103.B - 1ST FLOOR PLAN, BLDG 1, DEDUCT 7
	Sheets
	A-103.B - 1ST FLOOR PLAN, BLDG 1, DEDUCT 7


	073 A-103.C - 1ST FLOOR PLAN, BLDG 1, DEDUCT 8
	Sheets
	A-103.C - 1ST FLOOR PLAN, BLDG 1, DEDUCT 8


	074 A-105 - 2ND FLOOR PLAN-BLDG 1, CANOPY PLAN-BLDG 26
	Sheets
	A-105 - 2ND FLOOR PLAN-BLDG 1 , CANOPY PLAN-BLDG 26


	075 A-105.A - LOWER ROOF PLAN, BLDG 1, DEDUCTS 4, 5
	Sheets
	A-105.A - LOWER ROOF PLAN, BLDG 1, DEDUCTS 4, 5


	076 A-105.B - ROOF PLAN, BLDG 1, DEDUCT 7
	Sheets
	A-105.B - ROOF PLAN, BLDG 1, DEDUCT 7


	077 A-106 - 3RD FLOOR AND LOBBY ROOF PLAN, 3RD FLOOR ROOF PLAN
	Sheets
	A-106 - 3RD FLOOR AND LOBBY ROOF PLAN, 3RD FLOOR ROOF PLAN


	078 A-106.A - HIGH ROOF PLAN, BLDG 1, DEDUCT 4
	Sheets
	A-106.A - HIGH ROOF PLAN, BLDG 1, DEDUCT 4


	079 A-107 - CANOPY PLAN, BLDG 1
	Sheets
	A-107 - CANOPY PLAN-BLDG 1


	080 A-113 - 1ST FLOOR REFLECTED CEILING PLAN, BLDG 1, STANDARD BID AND DEDUCT 4
	Sheets
	A-113 - 1ST FLOOR REFLECTED CEILING PLAN, BLDG 1, STANDARD BID AND DEDUCT 4


	081 A-113.A - 1ST FLOOR REFLECTED CEILING PLAN, BLDG 1, DEDUCTS 7, 8
	Sheets
	A-113.A - 1ST FLOOR REFLECTED CEILING PLAN, BLDG 1, DEDUCTS 7, 8


	082 A-115 - 2ND AND 3RD FLOOR REFLECTED CEILING PLANS
	Sheets
	A-115 - 2ND AND 3RD FLOOR REFLECTED CEILING PLANS


	083 A-121 - FIRST FLOOR ENLARGED PLAN - A
	Sheets
	A-121 - FIRST FLOOR ENLARGED PLAN - A


	084 A-122 - FIRST FLOOR ENLARGED PLAN - B
	Sheets
	A-122 - FIRST FLOOR ENLARGED PLAN - B


	085 A-123 - FIRST FLOOR ENLARGED PLAN - C
	Sheets
	A-123 - FIRST FLOOR ENLARGED PLAN - C


	086 A-124 - FIRST FLOOR ENLARGED PLAN - D
	Sheets
	A-124 - FIRST FLOOR ENLARGED PLAN - D


	087 A-126 - SECOND AND THIRD FLOOR ENLARGED PLANS
	Sheets
	A-126 - SECOND AND THIRD FLOOR ENLARGED PLANS



